New York State Department of Environmental Conservation

Division of Environmental Permits, Region 5
1115 NYS Route 86, PO Box 296, Ray Brook, New York 12977
Phone: (518) 897-1234 « FAX: (518) 897-1394

Website: www.dec.ny.gov

June 30, 2009

Mr. Scott Stoddard

Environmental Manager
Engineering & Site Facility Services
Wyeth Pharmaceuticals

100 Academy Street

Rouses Point NY 12979

Re: Permit Modification Application dated June 29, 2009
6 NYCRR Part 373 Permit for the Wyeth Pharmaceuticals Inc.
EPA 1.D. No: NYD002081396
DEC Permit No: 5-0928-00017/00175

Dear Mr. Stoddard:

Alexander B. Grannis
Commissioner

This is concerning your letter dated June 29, 2009 requesting a modification to permit condition
8 in page 4 of the permit, to grant an additional 90 days to submit the sprinkler proposal for building
17C. You have requested this extension in order to have your insurance carrier approve the design prior

to submittal to the Department.

This permit modification is a minor modification pursuant to 6 NYCRR 373-1.7(c)(1)(v). The

changes do not substantially alter permit conditions. The attached permit pages 4 and 420 are

considered an official modification to the permit and supercede those like-numbered pages of that

permit. Please replace the pages in your copy of the permit.

If you have any questions, please contact me at 518-897-1234.

Sincerely,
o P 2

7

Michael. J. McMurray

Regional Permit Administrator

Enclosures

MIM:ppm



cc: w.enc.: L. Barcomb, Supervisor, (T) Champlain
G. Rivers, Mayor, (V) Rouses Point
J. Reidy, Chief, Permitting Section, USEPA, 22™ Floor (DEPP-RPB) 290 Broadway,
New York NY 10007

ec: G. Carayannis, Region 5
P. Counterman, Director, Bureau of Hazardous Waste Regulations, NYSDEC, Central
Office
R. Curley, Hazardous Waste Engineering Eastern Section, Bureau of Radiation &
Hazardous Waste Management, Central Office
I. Natarajan, Combustion Permitting Section, Bureau of Hazardous Waste Regulations,
NYSDEC, Central Office
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10.

11.

SPECIAL CONDITIONS
FOR ARTICLE 27, Title 9 (Hazardous Waste Management)

For Building 17C Wyeth shall submit a proposal to the Department for providing an appropriate
automatic fire suppression system designed in accordance with the NFPA specifications and the
local fire codes within 210 days of the effective date of the permit for acceptance and install the
fire suppression system within 180 days of acceptance of the proposal by the Department. This fire
suppression system must be suitable for suppressing acetone fires.

Closure Plan - The final and specific choice of sampling points, number of samples, type of
sampling performed and closure cleaning analysis will be determined at the time of closure by
NYSDEC. These determinations will be based upon the past history of operating practices and
types of wastes handled at the facility. The operating record, the records of spills, the types of
waste released, location of spills in the facility and the condition of secondary containment systems
(e.g., stains, cracks, etc.) will also provide data used in these determinations. The flexibility
afforded by this approach will allow compliance with closure regulations and requirements that
will be in effect at the time of closure. Different sampling procedures may be considered at
closure and the locations and the total number of sampling required will be determined based on
the information gathered at the time of closure. The verification of decontamination will be based
on NYSDEC's regulatory cleanup standards at the time of closure.

The Permittee is responsible for verifying that the Qaulity Control/Assurance Program(QA/QC)
followed by laboratories used by the Permittee to carry out analysis of the waste streams, conform
to the QA/QC procedures approved in the permit and thus ensure the validity of the analytical data
provided by the laboratories.

As required by ECL 03-0119, any laboratory (Permittee's own laboratories or contract) used by the
Permittee to perform analysis pursuant to this Permit must be certified by the New York State
Department of Health Environmental Laboratory Approval Program (ELAP) in the appropriate
categories of analysis, if ELAP issues certifications in such categories. If the Permittee uses a
contract laboratory to perform analysis required by this Permit, then the Permittee shall inform the
laboratory in writing that it must operate under the waste analysis and quality assurance provisions
of this Permit.
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ATTACHMENT M - MAJOR/MINOR MODIFICATION

The permit may be modified for causes as allowed under 6NYCRR 373-1.7 and 621.14. Modification shall
be requested in writing as required by 6 NYCRR 621.13 and 621.14. Requests for modifications shall be
submitted to the Regional Permit Administrator for approval and modification of the permit.

PERMIT MODIFICATION LOG

to permit condition #8

The name of the specific Modified Date of The nature of the modifications

document being modified page numbers | Revised

(sections, and/or - old | New |P28S

attachments)

Minor permit modification | 4 4 6/30/09 Minor permit modification to grant a 90-day

extension to submit the sprinkler proposal
for building 17 C - See permit condition #8

420




